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Specialists in Drinking Water Testing Technologies m Residential w industriol ® Municipal

CERTIFICATE OF ANALYSIS

PRECISION ANALYTICAL SERVICES, INC.
2161 WHITESVILLE ROAD  TOMS RIVER, N) 08755 PHONE 732-914-1515 FAX 732-914-1616
NI Lab Cert. # 15001

Customer:  PARS Environmental

S00 Horizon Drive, Suite 540

Robbinsville Twp, NJ 08681
ProjectID: Kingwood Township School, 880 County Road 519 Matrix ; Drinking Water
PAS Project ID : P22-01364 Report Date : 2/22/2022
PAS Sample ID Client ID Analysis Results | Units| DF 1 PaL MDL | MCL Method s:-:;lee d : An:a}: od
P22-01364-01 |KTS-Field Blank |Lead ND  |ug/L| 1 | 200 | 0.900 | 150 *| SM3113B | 2/17/22 05:49 | 2/21/22 14:35
P22-01364-02 [KTS-1-B03-DW-P |tead ND  |ugi| 1 | 200 | 0900 | 150 *| SM3113B | 2/17/22 05:50 | 2/21/22 14:39
P22-01364-03 |KTS-1-BO4-DW-P Lead 946 |ugi| 1 | 200 | 0900 | 150 ¥| sm3113B | 2/17/22 05:51 | 2/21/22 15:27
P22-01364-04 |KTS-1-BHALLWC-P leed | ND  |ugit| 1 | 200 | 0500 | 150 *| Sm3113B | 2/17/22 05:52 | 2/21/22 15:30
P22-01364-05 |KTS-1-BHALL-BT-P leed | ND |ugl| 1 | 200 | 0900 | 150 *| SM3113B | 2/17/22 05:53 | 2/21/22 15:34
P22-01364-06 [KTS-1-BI0-SB-P |Lead 414 |uwn| 1 | 200 | 0900 | 15.0 *| SM3113B | 2/17/22 05:54 | 2/21/22 15:38
P22-01364-07 |KTS-1-B11-5B-P Lead 237 |ugit| 1 | 200 | 0900 | 15.0 *| SM31138 | 2/17/22 05:55 | 2/21/22 15:42
P22-01364-08 |KTS-1-B12-5B-P Lead 123 |ug/L| 1 | 200 | 0900 | 150 *| sM3113B | 2/17/22 05:56 | 2/21/22 15:46
P22-01364-09 [KTS-1-B13-58-P fread | 414 |ugn| 1 | 200 | 0900 | 150 *| SM3aL13B | 2/17/22 05:57 | 2/21/22 15:50
P22-01364-10 [KTS-1-B14-5B-P |Lead 347 |ug/l| 1 | 200 | 0900 | 15.0 *| SM3113B | 2/17/22 05:58 | 2/21/22 16:03
P22-01364-11 |KTS-1-B16-SB-P "~ |tead 458 |ug/| 1 | 200 | 0900 | 15.0 *| SM3113B | 2/17/22 05:59 | 2/21/22 16:07
P22-01364-12 |KTS-1-B15-5B-P Lead 613 |ug/| 1 | 200 | osoo | 15.0 *| sm31138 | 2/17/22 06:01 | 2/21/22 16:11 |
P22-01364-13 |KTS-1-A22-FP-P Lead 547 |ug/l| 1 | 200 | 0500 | 150 *| SM31138 | 2/17/22 06:03 | 2/21/22 16:15
P22-01364-14 |KTS-1-A20-WC-P tead | ND |wvgfL| 1 | 200 | 0900 | 150 *| SM31138 | 2/17/22 06:04 | 2/21/22 16:19
P2201364-15 |KTS-1-A20-BTP Lead ND  |ugi| 1 | 200 | 0900 | 150 *| SM3113B | 2/17/22 06:05 | 2/21/22 16:23
P22-01364-16 [KTS-1-A06-TF-P  |lead ND  |ugi| 1 | 200 | 0800 | 150 *| SM3113B | 2/17/22 06:07 | 2/21/22 16:28
P22-01364-17 |KTS-1-A10 NURSE-NBT-P |Lead ND ug/l| 1 | 200 [ 0900 | 150 *| sm31138B | 2/27/22 08:07 | 2/21/22 16:32.
P22-01364-18 [KTS-1-AHALL-WC-P Lead ND  |ugi| 1 | 200 | 0900 | 150 *| sM3113B | 2/17/22 06:08 | 2/21/22 16:36
P22-01364-19 [KTS-1-AHALL-BT-P Lead ND |ug/l| 1 | 200 | 0.900 | 150 *| SM3113B | 2/17/22 06:09 | 2/21/22 1648
P22-01364-20 _|KTS-1-D03-SB-P Lead 635 |ug| 1 | 200 | 0900 | 150 *| SM3113B | 2/17/22 06:10 | 2/21/22 16:52

Except for the parameters tested, PAS makes no representation as to the fitness or quality of the water sample taken.

PQL = Practical Quantitation Limit
MDL = Minimum Detectlon Limit
MCL = Maxirnum Contaminant Level

DF = Dilution Factor

ND = Analyzed for but not detected

§=Estimated result

* Federal Action Level

All samples are analyzed in accordance with
New Jersey Department of Environmental
Protection Protocal
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Mark D. Feitelson, Lab. Director
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CERTIFICATE OF ANALYSIS
Customer:  PARS Environmental
500 Horizon Drive, Suite 540
Robbinsville Twp, NJ 08691

Project ID : Kingwood Township School, 880 County Road 519 Matrix : Drinking Water
PAS Project ID : P22-01364 Report Date : 2/22/2022
PAS Sample ID Client ID Analysis Results |Units| DF | PQL MDL | ML Method Sa:?; d e
P22-01364-21 |KTS-1-DHALLWC-P Lead N [ug/L| 1 | 200 | 0900 | 150 *| swm3113B | 2/17/22 06:11 | 2/21/22 1257 |
P22-01364-22 |KTS-1-DHALL-BT-P Jlead ND  |ug/| 1 | 200 | 0900 | 150 *| sM3113B | 2/17/22 06:12 | 2/21/22 1313
P22-01364-23 |KTS-1-D04-5B-P Lead 702 |ug/t| 1 | 200 | 0900 | 150 *| sm3113B | 2/17/22 06:13 | 2/21/22 1325
P22-01364-24 |KT5-1-DOG-SB-P Lead 458 |ug/L| 1 | 200 | 0900 | 150 *| sSM3113B | 2/17/22 0615 | 2/21/22 13:29
P22-01364-25 |KTS-1-D07-SB-P Lead 480 |ug/L| 1 | 200 | 0900 | 150 *| sm3113B | 2/27/22 06:16 | 2/21/22 13:33
P22-01364-26 |KTS-1-D08-SB-P  |read 347 |ug/L| 1 | 200 | 0900 | 150 *| sM3113B | 2/17/22 06:16 | 2/21/22 13:37
P22-01364-27 |KTS-1-D09-5B-P tead 148 Jug/t| 1 | 200 | 0900 | 150 *| sM3113B | 2/17/22 06:17 | 2/21/22 13:41
P22-01364-28 [KTS-1-CO2-WC-P Lead 214 Jugf| 1 | 200 | 0900 | 150 *| 5M31138 | 2/17/22 06118 | 2/21/22 13:45
P22-01364-29 |KTS-1-CO3-WC-P |tead | 104 sug| 1 | 200 | 0900 | 150 *| smM3113B | 2/17/22 06:20 | 2/21/22 13:49
P22-01364-30 |KTS-1-CHALL-WC-P Lead ND ve/t| 1 | 200 | 0900 | 15.0 *| SM3113B | 2/17/22 06:21 | 2/21/22 13:53
P2201364-31 |KTS-1-CHALL-BT-P Lead ND  |ug/L| 1 | 200 | 0900 | 150 *| SM3113B | 2/17/22 06:22 | 2/21/22 00:00
P22-01364-32 |KTS-1-H EO4-WC1-P leed | ND wg/L| 1 | 200 | 0900 | 150 *| SM3113B | 2/17/22 06:26 | 2/21/22 14:10
P22-01364-33 [KTS-1-H E04-BT-P Lead ND  |ugi| 1 | 200 | 0900 | 150 *| sm31138 | 2/17/22 0627 | 2/21/22 1424
P22-01364-34 |KTS-1-H E04-WC2-P Lead ND ug/t| 1 | 200 | og00 | 150 *| sm31138 | 2/17/22 06:29 | 2/21/22 14118
P22-01364-35 |KTS-1-H EO5-WC1-P Lead ND _ |ugi| 1 | 200 | osoo | 150 ¢| sm3113B | 2/17/22 0630 | 2/21/22 1422
P22-01364-36 |KTS-1-H EOG-WC2-P Lead ND ug/L| 1 | 200 [70300 | 15.0 *| SM3113B | 2/17/22 06:31 | 2/21/22 14:27
P22-01364-37 _|KTS-1-E11-TF-P Lead ND vg/L] 1 | 200 | 0900 | 150 *| sm31138 | 2/17/22 06:31 | 2/21/22 14:31

Except for the parameters tested, PAS makes no representation as to the fitness or quality of the water sample taken.

PQL = Practteal Quantitation Limit
MDL = Minimum Detection Lim(t
MCL = Maximum Contaminant Level

OF = Dllutlon Factor

ND = Analyzed for but not detected

§ = Estimated result

* Federal Action Level

All samples are analyzed in accordance with
New Jersey Department of Environmental
Protection Pratocol
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Mark D. Feitelson, Lab. Director



